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REFERENCE ONLY.
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Electrical Plan   
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8'-0" CLG HT.

8'-0" CLG HT.
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CABINETS 
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NEW
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HWH
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7'-0" AFF

7'-0" AFF
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VENT
MECH

VENT
MECH

DUCT @
8'-6" AFF

NOTE:
LOWER SPRINKLER

HEADS TO MATCH CLG. HT.

DUCT @
8'-6" AFF

VENT
MECH

$

UP

WILL BE LOCATED IN BASEMENT

NOTE:
NO COOKING EQUIPMENT

BAR AREA.

VENT
MECH

EXIST. SPRINKLER HEAD

AC POWERED SMOKE DETECTOR
CONNECTED TO CENTRAL ALARM PANEL
W/INTEGRATED ADA HORN/STROBE.

RECESSED INCANDESCENT DOWNLITE

T

DENOTES STANDARD DIMMER SWITCH

(2)HEAD EMERGENCY LITE BATTERY PACK

TO C.L. OF SWITCH.
OF FIRST SWITCH MOUNTED AT 48" AFF
SET 6" FROM DOOR OPENING TO C.L.
STANDARD LIGHT SWITCH, TOGGLE TYPE

EXISTING THERMOSTAT

LIGHTING LEGEND

DENOTES STANDARD 3 WAY SWITCH

RECESSED INCANDESCENT WALL WASHER

E

S
D

S

3
S

ELECT. FAN VENT. TO OUTSIDE

NEW
AIR SUPPLY

1- ALL WORK AND MATERIALS SHALL COMPLY WITH THE 

REQUIREMENTS OF THE LATEST NATIONAL CODE AND ALL 
OTHER GOVERNING AGENCIES HAVING JURISDICTION.

2- ALL CONDUIT RUNS SHOWN ARE DIAGRAMMATIC AND ATE 
NOT INTENDED TO SHOWN ALL DETAILS OF INSTALLATION 
CONSTRUCTION OR MOUNTING.  COORDINATED CONDUIT 
INSTALLATION WITH OTHER TRADES TO AVOID 
INTERFERENCES.  ONLY MAJOR CONDUIT RUNS ARE SHOWN 
ON CEILING PLANS.

3- EXACT ROUTING OF ALL CONDUITS SHALL BE DETERMINED BY 
CONTRACTOR TO MINIMIZE LENGTH OF RUN AND AVOID 
PHYSICAL INTERFERENCES.  VERIFY THE LOCATION OF ALL 

ELECTRICAL EQUIPMENT.

4- ALL ELECTRICAL EQUIPMENT TO BE INSTALLED IN 
ACCORDANCE WITH THE MANUFACTURES RECOMMENDATIONS.

5- ALL CONDUITS, FITTINGS AND ACCESSORIES SHALL BE OF 
COMPATIBLE MATERIALS U.0.N.

6- MINIMUM SIZE CONDUIT SHALL BE 3/4" AND MINIMUM WIRE 
SIZE SHALL BE #12 FOR POWER CIRCUITING.

7- ALL CONDUIT SYSTEMS SHALL BE ELECTRICAL METALLIC 

TUBING (EMT).

8- ALL CONDUIT SHALL BE RUN CONCEALED WHERE POSSIBLE, 
OTHERWISE EXPOSED AT HIGHER ELEVATION.  THE EXACT 
LOCATION OF THE RACEWAY SHALL BE COORDINATED AT 
The CORNER OF CEILING AND WALL.

9-  ALL EXIT SIGNS AND EGRESS LIGHTING SHALL CONFORM TO 

[NEC: 700-12 (E)].
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